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WASTE DISCHARGE REQUIREMENTS F'OR.:

PACIFIC GAS AND ELECTRIC CXlMPANY
HUNTERS POINI' POWER PLAN'r
SAN FRANCISCO, SAN FRANCISCO CXlUNr\,

The California Regional Water Quality Control Board, San Francisco Bay
Region, (hereinafter Board) finds that:

General Findings

1. Pacific Gas and Electric Ccrnpany, Hunters Point Power Plant
(hereinafter discharger) was issued Regional Board Order No. 76-60, an
NPDES Pennit prescribing waste discharge requirements for the
discharge for the Hunters Point steam generating electric power plant.
This permit expired on May 1, 1981, but has renained in effect
pursuant to Federal regulations pending the prcrnulgation by the
Federal Environmental Protection Agency of effluent limitation
guidelines for steam electric power plants. These guidelines were
published on Novenber 19, 1982 in the Federal Reqi sber , The
Discharger filed an Application received February 20, 1981 for
re-issuance of the NPDES Permit, and has subsequently amended the
Application.

2. The report of waste discharge describes the three existing discharges
as follows (see now schematic in l"ttachment A) :

Discharge
Outfall

001

Contributary Waste
Stream

A. Cooling Water Discharge Canal
Units 2 and 3

Sources:

Once-through Cooling Unit 2

Once-through Cooling Unit 3

Auxilary Salt Water Cooling

Annual Flow
Average mgd

151

74.7

74.7

L06

B. IDW Volume Waste
Intake Screen Wash - Units 2,
3 and 4 .232

002

Lubricating Water

A. Once-through Cooling Unit 4

.063
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